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138kV GIS BUILDING LAYOUT
SCALE 1:100

ELEVATION B-B: 138kV GIS BUILDING FRONT VIEW
SCALE 1:100

ELEVATION D-D: 138kV GIS BUILDING REAR VIEW
SCALE 1:100

ELEVATION A-A 138kV GIS BUILDING LEFT VIEW
SCALE 1:100
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ELEVATION C-C 138kV GIS BUILDING RIGHT VIEW
SCALE 1:100

NOTES

1. ALL DIMENSION ARE IN MM, UNLESS OTHERWISE STATED.
2. DIMENSIONS ARE INDICATIVE ONLY.
3. ROOMS ARE INDICATIVE ONLY.
4. BUILDING SHOWN IS BASED ON A STEEL PORTAL FRAME WITH

COMPOSITE PANEL CLADDING. TO BE CONFIRMED AT DETAILED
DESIGN.

5. ROOF SHOWN IS BASED ON COMPOSITE CLADDING.
6. COLOURS AND FINAL FINISHES TO BE CONFIRMED AT DETAILED

DESIGN.
7. DOORS AND WINDOWS INDICATIVE ONLY.
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